
TITLE 329 SOLID WASTE MANAGEMENT BOARD
 

IDEM’S SUGGESTED CHANGES TO THE PROPOSED RULE 
CONCERNING ADDITIONAL MEASURES TO PROTECT GROUNDWATER

LSA DOCUMENT #08-55

329 IAC 9-1-1(d) Add the words “, except for those installed or replaced
after the effective date of the 2009 amendments” after
the words “by emergency power generators”.

329 IAC 9-2-1(2)(D)(iii)(AA) Delete the words “inventory control”.  Add the words
“Being monitored for releases” before the words “at least
every thirty (30) days”.

329 IAC 9-2-1(2)(D)(iv) Add the words “Be interstitially monitored and” before
the words “the interstitial monitoring device must”.

329 IAC 9-2-1(2)(D) Delete the year “2008” and replace with “2009”.
329 IAC 9-2-1(2)(D)(x)

329 IAC 9-3-1.3 Add the following section: 
“Sec. 1.3. The owner and operator of an UST system
shall have all newly installed tanks and piping or all
replaced tanks and piping interstitially monitored
through a method that meets the requirements under
329 IAC 9-2-1.1(b)(1)(A) and 329 IAC 9-7-4(7), for
tanks, and 329 IAC 9-2-1.1(b)(2)(A) and 329 IAC 9-7-5
for piping.” (Solid Waste Mangement Board; 329 IAC 9-3-
1.2”).
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